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Noel Westphal 6/25/2025Initial Inspection 9/24/2025 9/10/2025

REMOVE BOLLARDS PLACED IN THE OPENING OF PERSONAL GATES IN FENCES AROUND 
ELECTRICAL METERS IN GARAGES - ESCROW $100

Correction:

Grant Sala 6/25/2025Initial Inspection 9/11/2025

Seal all attic openings in hallwaysCorrection:

Grant Sala 6/25/2025Initial Inspection 9/11/2025

Replace all old gas shutoff valves in mech rooms and laundry rooms with code compliant valves must have a permitCorrection:

Grant Sala 6/25/2025Initial Inspection 11/12/2025

fix all peeling paint and rotten siding on exterior of building permit required for removing and replacing sidingCorrection:

Grant Sala 6/25/2025Initial Inspection 9/11/2025

Clean roof drainsCorrection:

Grant Sala 6/25/2025Initial Inspection 11/12/2025

Check all common area doors in hallways and stairs need to add smoke gaskets in all locations it is missingCorrection:

Grant Sala 6/25/2025Initial Inspection 9/11/2025

Fix doors in stairways A and B 3rd floor and stairway door B on 2ndCorrection:

Grant Sala 6/25/2025Initial Inspection 9/11/2025

fix laundry room door 2nd floorCorrection:

Grant Sala 6/25/2025Initial Inspection 9/11/2025

secure grate on garage exhaust on exterior by poolCorrection:

Grant Sala 6/25/2025Initial Inspection 9/11/2025

ballard needed in parking space 77 to protect pipe.Correction:

Grant Sala 6/25/2025Initial Inspection 9/11/2025

Sheet rock wall in old sauna room and wall in yoga storage room closetsCorrection:

Christopher Gareis 6/25/2025Initial Inspection 9/24/2025 9/11/2025

Plumbing - Parking Garage spot 165 - Replace cracked drain pipe.Correction:

Bob Hampton 6/25/2025Initial Inspection 9/24/2025 10/29/2025

Replace missing escutcheon on sprinkler heads in entry way of 7500. Verify all entry way have the right escutcheon for  
the right sprinkler head
*UNRESOLVED 9/10/25

Correction:

Bob Hampton 6/25/2025Initial Inspection 9/24/2025 10/29/2025

MNSFC1003.6
Means ofEgress
No Personal belongings in hallways, including mats and decorations on doors
*UNRESOLVED 9/10/25 Throughout building.

Correction:

Bob Hampton 6/25/2025Initial Inspection 9/24/2025 10/29/2025

MNSFC1008
Means ofEgress
Adjust fire door to close and latch by units:469 & 355
*UNRESOLVED 9/10/25

Correction:

Bob Hampton 6/25/2025Initial Inspection 9/24/2025 9/10/2025
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MNSFC2015

Replace deteriorated or missing fire caulking in:
-storage room buy units 471
-Laundry room by unit  326
-Around sprinkler heads and wiring in mech room by  250

Correction:

Bob Hampton 6/25/2025Initial Inspection 9/24/2025 9/10/2025

MNSFC2015
All Chapters
Verify ALL garbage chute doors self close and latch.

Correction:

Bob Hampton 6/25/2025Initial Inspection 9/24/2025 9/10/2025

1011.1
Egress - SignsRequired(New)
Remove direction arrow in exit sign by unit  365. Arrow points to a wall.

Correction:

Bob Hampton 6/25/2025Initial Inspection 9/24/2025 10/29/2025

MNSFC1011.6.3
Means ofEgress
Verify all exit lights and emergency lights have adequate back up battery power, to last 90 minutes in case of a loss of 
power (throughout building).
**UNRESOLVED 9/10/25 H Stair 2nd Floor

Correction:

Bob Hampton 6/25/2025Initial Inspection 9/24/2025 10/29/2025

MNSFC901.6
Fire Protection Systems
Missing smoke alarm in garage mech room
**Unresolved 9/10/25 FD keys would not let me into the space. Have locks been changed? New key will be required.

Correction:

Bob Hampton 6/25/2025Initial Inspection 9/24/2025 9/10/2025

MNSFC2015
All Chapters
Adjust all "below grade" gates (in stairwells to parking garage) to fully spring close

Correction:

Unit 100

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Seal/caulk toilet to floor with approved materialsCorrection:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

ENTRY DOOR IS REQUIRED TO SELF CLOSE AND SELF LATCHCorrection:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

DISHWASHER DRAIN - secure dishwasher drain line to loop up and touch the underside of the countertop.Correction:

Unit 103

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

DRYER DUCT - NO MORE THAN 8 FEET OF FLEXIBLE/TRANSITION DRYER DUCT. MUST BE SOLID 
HARD PIPE

Correction:

Unit 104

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Install smoke detector inside bedroom- right sideCorrection:
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Unit 105

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

TOILET – reseal base of toilet to floor using approved caulking/sealantsCorrection:

Unit 107

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814.  No foam products are 
allowed. AROUND DRYER DUCT AND COMBUSTION AIR AT CEILING OF FURNACE ROOM

Correction:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

EXTERIOR OUTLET - INSTALL WEATHER COVER ON OUTLET ON DECKCorrection:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

-PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - BATHROOM SINK DRAINCorrection:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

ENTRY DOOR - REQUIRED TO SELF CLOSE AND SELF LATCHCorrection:

Unit 108

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Remove combustibles fro mechanical room- provide a minimum 30" clearance to furnace and water heaterCorrection:

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Dishwasher discharge hose must loop up to touch underside or coutertop- fastenCorrection:

Unit 109

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814.  No foam products are 
allowed. AROUND COMBUSTION AIR PIPE IN FURNACE ROOM

Correction:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

- Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814.  No foam products 
are allowed. REMOVE FOAM AROUND DRAIN PENETRATION UNDER KITCHEN SINK AND FIRE CAULK

Correction:

Unit 110

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Master bathroom vanity and 2nd bathroom vanity- traps on backwards - repairCorrection:

Unit 111

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/11/2025

-DISHWASHER DRAIN - secure dishwasher drain line to loop up and touch the underside of the countertop.Correction:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

- Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814.  No foam products 
are allowed. AROUND COMBUSTION AIR PIPE AT CEILING

Correction:

Unit 112

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Maintain 36" path of egress from front door to bedroom- hallway must be clear- move furnitureCorrection:

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025
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Unit 112

Re-install hard- wired smoke detector in hallwayCorrection:

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Repair bathroom ceilingCorrection:

Unit 113

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

-SMOKE AND CARBON MONOXIDE ALARM- install carbon monoxide alarm within  10 - feet outside of every 
sleeping room. REINSTALL, MUST REMAIN HARDWIRED

Correction:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

ENTRY DOOR – REQUIRED TO SELF CLOSE AND SELF LATCHCorrection:

Unit 114

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Firestop wall behind dryer at vent pipe- drywall and firecaulkCorrection:

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Repair bathroom vanity- trap installed backwardsCorrection:

Unit 115

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/11/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - BATHROOMCorrection:

Unit 116

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Install working smoke detector inside bedroom on rightCorrection:

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Remove combustibles in mechanical room-top of water heaterCorrection:

Unit 119

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814.  No foam products are 
allowed. AROUND DRYER DUCT

Correction:

Unit 122

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/11/2025

Repair hole in wall behind dryer- drywall and firestopCorrection:

Unit 123

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

REPAIR WALL/SHEETROCK LEFT OF WATER HEATERCorrection:

Unit 124

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 10/16/2025

Seal/firestop dryer vent pipe with intumescent fire caulking at wall behind dryerCorrection:
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Unit 124

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 10/16/2025

Install working smoke detector inside master bedroom- no access at re-inspectionCorrection:

Unit 125

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814.  No foam products are 
allowed. UNDER MASTER BATHROOM SINK

Correction:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814.  No foam products are 
allowed. - AROUND DRYER DUCT

Correction:

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/11/2025

SCREEN - PATIO DOOR SCREEN IS MISSING. REPLACECorrection:

Unit 126

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - BATHROOMCorrection:

Unit 128

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

PROVIDE 36' OF CLEARANCE AROUND FURNACE AND WATER HEATERCorrection:

Randy Kelzenberg 6/26/2025Final 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - KITCHEN SINKCorrection:

Unit 200

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Front door not closing and latchingCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Maintain clearances to combustibles in mechanical room- 30" around furnace and water heaterCorrection:

Unit 202

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Reinstall smoke and C.O. detector outside of bedroom in the living roomCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair wall under bathroom vanityCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair vanity in hallway bathroom- trap on backwardsCorrection:

Unit 203

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - BATHROOMCorrection:

Unit 205

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025
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Unit 205

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - BATHROOMCorrection:

Unit 206

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair vanity- bath bathrooms- trap on backwardsCorrection:

Unit 207

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

-Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814.  No foam products are 
allowed. UNDER KITCHEN SINK

Correction:

Unit 208

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Maintain clearances to combustibles- 30" around water heater and furnaceCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair holes in bedroom window screenCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair wall behind dryer- drywall and fire stop at chaseCorrection:

Unit 209

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/11/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - BATHROOMCorrection:

Unit 210

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

DISHWASHER DRAIN - secure dishwasher drain line to loop up and touch the underside of the countertop.Correction:

Unit 211

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - BATHROOM SINK DRAINCorrection:

Unit 212

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Maintain clearances to combustibles- 30" to water heater and furnaceCorrection:

Unit 213

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PROVIDE 36" OF CLEARANCE AROUND FURNACE AND WATER HEATERCorrection:

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/11/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - BATHROOMCorrection:

Unit 215

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

-DISHWASHER DRAIN - secure dishwasher drain line to loop up and touch the underside of the countertop.Correction:
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Unit 215

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PLUMBING - REPAIR BACK PITCHED SINK DRAIN IN BATHROOMCorrection:

Unit 216

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair both bathrooms - traps on backwards under vanityCorrection:

Unit 218

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair wall behind dryer- drywall and fire stopCorrection:

Unit 219

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - BATHROOM SINK DRAINCorrection:

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

ENTRY DOOR - REQUIRED TO SELF CLOSE AND SELF LATCHCorrection:

Unit 222

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/11/2025

Remove combustibles in mechanical room- maintain 30" clearances to water heater and furnaceCorrection:

Unit 223

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - SINK DRAINS FOR BOTH BATHROOMSCorrection:

Unit 225

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

-DISHWASHER DRAIN - secure dishwasher drain line to loop up and touch the underside of the countertop.Correction:

Unit 228

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/11/2025

Maintain clearances -30" around and in front of furnace and water heaterCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair screen on door to patioCorrection:

Unit 250

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - BATHROOMCorrection:

Unit 251

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - MASTER BATHROOM SINKCorrection:
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Unit 252

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Bathroom vanity trap on backwardsCorrection:

Unit 254

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair bathroom vanity- trap on backwardsCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair/replace bedroom smoke detector- not workingCorrection:

Unit 255

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - FULL BATH 
SINK DRAIN

Correction:

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

-SMOKE AND CARBON MONOXIDE ALARM- install carbon monoxide alarm within  10 - feet outside of every 
sleeping room. INOPERABLE

Correction:

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

SMOKE ALARM - install smoke alarm in bedroom/hallwayCorrection:

DJ Deming 6/26/2025Initial Inspection 9/26/2025 10/16/2025

PATH OF EGRESS - REMOVE BED FRAME BLOCKING WINDOW IN 2ND BEDROOMCorrection:

Unit 257

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - 3/4 BATH SINKCorrection:

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

DRYER DUCT - RECONNECT DRYER AT CEILING AND TAPE WITH METAL/FOIL TAPECorrection:

Unit 259

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

ENTRY DOOR - REQUIRED TO SELF CLOSE AND SELF LATCHCorrection:

Unit 263

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - 3/4 BATH SINKCorrection:

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

ENTRY DOOR - REQUIRED TO SELF CLOSE AND SELF LATCHCorrection:

Unit 265

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

REMOVE RUG IN COMMON AREA HALLWAYCorrection:

Unit 266

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025
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Unit 266

Repair bath fanCorrection:

Unit 270

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair bathroom vanity - trap on backwardsCorrection:

Unit 271

DJ Deming 6/26/2025Initial Inspection 9/26/2025 9/10/2025

PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - 3/4 BATH SINK DRAINCorrection:

Unit 272

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair bathroom ceiling above tubCorrection:

Unit 273

DJ Deming 6/26/2025Initial Inspection 9/24/2025 9/10/2025

-PLUMBING – REPAIR/REPLACE BACKWARDS P TRAP - MASTER BATHROOMCorrection:

DJ Deming 6/26/2025Initial Inspection 9/24/2025 9/10/2025

PLUMBING - REPLACE DAMAGED/CRACKED SINKCorrection:

Unit 275

DJ Deming 6/26/2025Initial Inspection 9/24/2025 9/11/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - (2) BOTH SIDES 
OF RANGE IN KITCHEN

Correction:

Unit 277

DJ Deming 6/26/2025Initial Inspection 9/24/2025 9/10/2025

REMOVE RUG IN COMMON HALLWAYCorrection:

Unit 278

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair bathroom fanCorrection:

Unit 300

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

DISHWASHER DRAIN - secure dishwasher drain line to loop up and touch the underside of the countertop.Correction:

Unit 302

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

REPAIR CLOSET DOOR IN HALLWAYCorrection:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

EGRESS - REMOVE BED FRAMES BLOCKING WINDOWS IN MASTER BEDROOM AND BEDROOM 
CLOSEST TO LIVING ROOM

Correction:
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Unit 305

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair closet doors - off rollersCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Repair deck boardsCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/11/2025

Repair/replace non- working GFCI outlet in bathroom- does not trip or resetCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Trap on backwards- vanityCorrection:

Unit 306

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - RIGHT OF 
RANGE IN KITCHEN

Correction:

Unit 307

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Remove gasoline, oil, and chainsaw inside unit- move to storage unitCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Firecaulk penetrations in separation wall under bathroom vanity- remove foam product. Use only red or yellow 
intumescent firecaulking

Correction:

Unit 308

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/11/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - RIGHT OF 
RANGE IN KITCHEN

Correction:

Unit 310

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - 3/4 BATHROOM 
OUTLET

Correction:

Unit 312

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - BATHROOMCorrection:

Unit 313

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Seal caulk base of toiletCorrection:

Unit 315

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Hard wired smoke detector missing in hallwayCorrection:

Unit 319
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Unit 319

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Trap backwards- bath vanityCorrection:

Unit 321

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Trap backwards- master vanityCorrection:

Unit 322

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

REMOVE RUG OUTSIDE UNIT IN HALLWAYCorrection:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

PROVIDE 36" OF SPACE AROUND FURNACE AND WATER HEATERCorrection:

Unit 323

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/11/2025

Install working smoke detector outside bedroom with French doorsCorrection:

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Trap on backwards-master vanityCorrection:

Unit 324

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

REMOVE RUG FROM HALLWAY OUT SIDE UNITCorrection:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/11/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - RIGHT OF 
RANGE IN KITCHEN

Correction:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

DRYER DUCT - REPLACE DAMAGED DRYER DUCTCorrection:

Unit 325

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/10/2025

Trap on backwards- 2 bathrooms - vanityCorrection:

Unit 351

Randy Kelzenberg 6/26/2025Final 9/24/2025 9/10/2025

Trap on backwards- master bath vanityCorrection:

Unit 352

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

DRYER DUCT - REPLACE DAMAGED DRYER DUCTCorrection:

Unit 353

Randy Kelzenberg 6/26/2025Initial Inspection 9/24/2025 9/11/2025

Dishwasher discharge must loop up to touch underside of countertopCorrection:
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Unit 358

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814. FIRE CAULK HOLE 
IN WALL WHERE AIR CONDITIONER LINE SET ENTERS FURNACE ROOM

Correction:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/11/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - BATHROOM 
OUTLET

Correction:

Unit 360

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

BATH TUB - REPAIR LEAKING FAUCET IN BATH TUBCorrection:

Unit 361

Randy Kelzenberg 6/25/2025Initial Inspection 9/24/2025 9/11/2025

Dishwasher loopCorrection:

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Repair closet door- master bedroomCorrection:

Unit 362

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/11/2025

DISHWASHER DRAIN - secure dishwasher drain line to loop up and touch the underside of the countertop.Correction:

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

SMOKE/CARBON MONOXIDE COMBINATION DETECTOR IN HALL IS INOPERABLECorrection:

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

EXTERIOR OUTLET- REPAIR/REPLACE WEATHER COVER ON OUTLET ON DECK/PATIOCorrection:

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

EXTERIOR OPENING - SEAL OPENING IN SIDING ON DECK WHERE AIR CONDITIONER LINE SET 
PASSES THROUGH

Correction:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/11/2025

DRYER - VERIFY DRYER DUCT IS PROPERLY CONNECTED AND TAPED. LARGE AMOUNT OF LINT 
BUILDUP

Correction:

Unit 363

Randy Kelzenberg 6/25/2025Initial Inspection 9/24/2025 9/11/2025

Seal toilet- 3/4 bathroomCorrection:

Randy Kelzenberg 6/25/2025Initial Inspection 9/24/2025 9/11/2025

Seal toilet - full bathroomCorrection:

Randy Kelzenberg 6/25/2025Initial Inspection 9/24/2025 9/11/2025

Remove outdoor storage on deck- no combustibles only patio furniture allowedCorrection:

Unit 365

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Seal toilet in master bathroomCorrection:
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Unit 366

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

ENTRY DOOR - REQUIRED TO SELF CLOSE AND SELF LATCHCorrection:

Unit 368

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

REMOVE RUG FROM HALLWYCorrection:

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - BATHROOMCorrection:

Unit 369

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Come back 6/26/2025- No keyCorrection:

Unit 370

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

ENTRY DOOR - REQUIRED TO SELF CLOSE AND SELF LATCHCorrection:

Unit 371

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Repair toilet in master bathroom- runs continouslyCorrection:

Unit 373

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Dishwasher loop to  touch underside of countertopCorrection:

Unit 374

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

ENTRY DOOR - REQUIRED TO SELF CLOSE AND SELF LATCH.Correction:

Unit 375

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Seal/caulk toiletCorrection:

Unit 378

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/11/2025

DISHWASHER DRAIN - secure dishwasher drain line to loop up and touch the underside of the countertop.Correction:

Unit 452

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Provide 30" clearances around furnace and water heaterCorrection:

Unit 453

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Dishwasher discharge to touch underside of countertopCorrection:
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Unit 454

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

36" CLEARANCE REQUIRED AROUND FURNACE AND WATER HEATERCorrection:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

REPAIR DAMAGED/CRUSHED FLEX DRYER DUCTCorrection:

Unit 456

Randy Kelzenberg 6/25/2025Initial Inspection 9/24/2025 9/10/2025

Dishwasher loop - touch underside of countertopCorrection:

Unit 457

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

- -SMOKE AND CARBON MONOXIDE ALARM- install carbon monoxide alarm within  10 - feet outside of every 
sleeping room. INOPERABLE

Correction:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - KITCHEN 
FLOOR OUTLET AND RIGHT OF RANGE

Correction:

Unit 461

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

DECK/PATIO - REMOVE SOFA FROM PATIO. NOT INTENDED FOR OUTDOOR USECorrection:

Unit 463

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/11/2025

DECK/PATIO - REMOVE ALL FLAMMABLES, TO INCLUDE BOXES,  FROM DECKCorrection:

Unit 465

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/11/2025

-GFCI - REPAIR/REPLACE GFCI OUTLETS NOT OPERATING PROPERLY (WILL NOT TRIP) - IN FULL 
BATHROOM

Correction:

Unit 474

Randy Kelzenberg 6/25/2025Initial Inspection 9/24/2025 9/10/2025

Bathroom vanity-trap on backwardsCorrection:

Randy Kelzenberg 6/25/2025Initial Inspection 9/24/2025 9/10/2025

Toilet leaking at bottom- repair and seal /caulkCorrection:

Unit 475

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

REPAIR MASTER BEDROOM CLOSET DOORSCorrection:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

-TOILET – reseal base of toilet to floor using approved caulking/sealants - MASTER BATHROOM TOILETCorrection:

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

PATH OF EGRESS - REMOVE ITEMS BLOCKING WINDOW IN 2ND BEDROOMCorrection:
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Unit 475

DJ Deming 6/25/2025Initial Inspection 9/24/2025 9/10/2025

-Fire caulking - apply red or yellow intumescent fire  ;barrier sealant listed to meet ASTM E 814. - RE-APPLY FIRE 
CAULK ARE FLUE IN FURNACE CLOSET

Correction:

Unit 478

Randy Kelzenberg 6/25/2025Final 9/24/2025 9/10/2025

Dishwasher loop- touch underside of countertopCorrection:


